
INTERMOUNTAIN GENERATING - UNIT 2 
Trunkline Data 1987 

Test Point 3 4 5 6 7 8 9 10 
Load 592.03 859.85 785.98 860.76 775.10 898.36 599.74 789.27 
Throttle Flow 1 
Throttle Pressure 
Boiler Feed 

Pressure 
Flow 

Feedwater Heaters 
#8TTD -1.5 0.4 -1.6 1.8 -4.1 -1.9 
#8 4.4 7.2 6.2 7.2 5.9 7.6 4.3 6.2 
#7TTD -0.6 -1.6 -0.5 -1.7 0.3 -2.7 -1.7 
#7 6.0 8.8 7.8 9.2 5.8 7.6 
#6TTD -3.7 -1.4 -2.2 -1.3 -2.3 -0.8 -3.8 -2.4 
#6 DCA 5.4 7.7 8.0 5.2 6.9 
#4TTD -0.5 0.3 0.0 0.2 -0.1 0.4 -0.4 -0.1 
#4 DCA 3.0 4.7 4.1 4.8 4.1 5.1 3.0 4.2 
#3TTD -1.1 -0.1 -0.5 -0.1 -0.5 0.1 -1 1 -0.3 
#3 DCA 7.1 9.2 9.1 8.5 9.3 7.1 8.7 
#2TTD 1.4 1.8 1.5 1.8 1.6 1.8 1.4 1.6 
#2 

,. 
7.5 7.1 7.6 7.0 7.8 * 7.1 

#1 TTD 0.6 0.4 0.5 0.6 0.6 0.5 0.4 
#1 2.1 5.1 4.7 5.4 4.5 6.2 3.2 5.7 

,. heater 2 alternate drains to condenser open 

BFP net 134 41 41,131 
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